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Site CodeSample No Site Description Sampled Date/TimeSample Type

LO_TA04 7068781 Tank 4 26/07/21    11:00WATER

LO_TA05 7068782 Tank 5 26/07/21    11:10WATER

LO_TA09 7068783 Treated Water Tank 26/07/21    11:20WATER

LO_TA10 7068784 Agriculture Water 26/07/21    11:30WATER

        Analysis      -     Analyte          

7068781

LO_TA04

7068782

LO_TA05

7068783

LO_TA09

7068784

LO_TA10

 Temp (Field)  -  Temperature (Field) C 9.5 9.1 8.4 8.5

 pH (Field)    pH (Field) Units 8 1 7 8 7 0 7 2

 EC (Field)  -  Electrical Conductivity (Field) uS/cm 120 95 160 100

 DO (Field)  -  Dissolved Oxygen (Field) mg/L 10.2 10.3 10.5 10.3

 Field Cl2  -  Free Chlorine (Field) mg/L <0.05 <0.05 0.24 0.19

 Field Cl2    Total Chlorine (Field) mg/L 0 05 0 07 0 29 0 29

 Redox (Field)  -  Redox Potential (Field) mV 183.4 190.0 618.0 381.3

 BOD5  -  Biochemical Oxygen Demand, 5 Day mg/L <2 <2 <2 <2

 SS at 104+/- 2 C  -  Suspended Solids mg/L <2 2 <2 <2

 Colilert (2000)    E coli  MPN Colilert orgs/100mL 0 0 0 0

 Enterolert  -  Enterococci MPN Enterolert orgs/100mL 0 0 0 0

 Ps aeruginosa  -  Pseudomonas aeruginosa orgs/100mL 0 HTEX 0 HTEX 0 HTEX 0 HTEX

Sample No.

Site Code

     Units

HTEX Holding time was not met. Therefore result may be indicative.

A blank space indicates no test performed.




